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120-03 121-03

123-03

STA. 313+10, 63.2 LT

STA. 314+96, 38.6 RT

STA. 315+89, 58.4 LT

STA. 318+46, 40.2 RT

STA. 325+11, 40.6 RT

01-04

STA. 326+82, 40.9 LT

STA. 331+91, 40.9 RT

17-34

STA. 335+44, 39.7 RT STA. 338+90, 40.8 RT

09-33

STA. 337+17, 40.6 LT10-33

STA. 333+70, 40.4 LT11-33

STA. 330+23, 40.4 LT

STA. 328+54, 44 RT

TEMPORARY LIGHTING CONTROLLER "T104"

03-04

STA. 320+22, 41 LT

STA. 320+15, 60 LT

04-04

STA. 316+71, 41.3 LT

05-04

STA. 313+36, 44.8 LT

STA. 314+59, 57.6 LT T104.A.1

T104.C.1

T104.D.1

T104.B.1T104.A.2

T104.A.3

T104.A.4

T104.B.2

T104.B.3

STA. 327+21, 57.3 LT

T104.C.2

STA. 651+33, 50.8 LT

T104.D.10

T104.D.2 T104.D.3

T104.C.4

T104.C.3

13
5
th
 
S
T
R
E
E
T

K
R
IS
 
T
R

A
IL

T104.D.4
T104.D.5

STA. 338+83, 59 LT

T104.D.6
T104.C.6

T104.C.5

SECTIONALIZER

COMED

T104.C.10

STA. 650+99, 47.9 RT

STA. 327+56, 59.4 LT

STA. 337+41, 59.6 LT

STA. 335+91, 58.5 LT
STA. 334+73, 59.8 LT

STA. 333+24, 59.5 LTSTA. 328+12, 58.8 LT

STA. 329+03, 61.5 LT

STA. 330+39, 64.1 LT

STA. 325+88.5, 56.4 LT

STA. 321+66, 59.1 LT

STA. 317+28, 59.8 LT

STA. 318+68, 59.1 LT

STA. 331+77, 63 LT

A&B: 3-1/C #2 w/MW

(TYP. U.N.O.)

C&D: 3-1/C #2 w/MW

(TYP. U.N.O.)

C&D: 3-1/C #2 w/MW

(TYP. U.N.O.)

CONTROLLER.

SERVICE FEED TO

COMED TO PROVIDE

CONTROLLER, NOTES 2, 3

EXISTING STREET LIGHTING

NOTE 4

ON COMED WOOD POLE,

EXISTING STREET LIGHT

NOTE 4

ON COMED WOOD POLE,

EXISTING STREET LIGHT

SERVICE TRANSFORMER

COMED POLE MOUNTED

EXISTING COMED LINES

NOTE 5

STA. 324+75, 55.8 LT

NOTE 5

STA. 321+80, 56.9 LT

13602 S. LaGRANGE RD.

150A, 240/480V, 1}, 3W

NOTES:

5.

4.

3.

2.

1.

(NOTE 5)

CORRIDOR

VOLTAGE

COMED HIGH

ELECTRICAL WORK
LIMIT OF

STA. 651+33, 48 RT

03/13/13  

P

330 103R-5 COOK 778
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HIGH VOLTAGE LINE.

BY COMED, BETWEEN THE POLE AND THE CLOSEST COMED

HORIZONTAL CLEARANCE OF 50 FEET, OR AS DIRECTED

CONTRACTOR SHALL INSURE THAT THERE IS A MINIMUM

NOT BE MADE.

UNIT, SALVAGE" PAY ITEM. SEPARATE PAYMENT WILL

SHALL BE PAID FOR UNDER THE "REMOVAL OF LIGHTING

EXISTING STREET LIGHT FROM COMED POLE. THIS WORK

IS RESPONSIBLE FOR DISCONNECTING AND REMOVING

CONTRACTOR TO COORDINATE WITH COMED AS TO WHO

CONTROLLER.

DETERMINE SOURCE OF POWER FOR STREET LIGHTING

CONTRACTOR SHALL COORDINATE WITH COMED TO

THE SYSTEM VOLTAGE IS UNKNOWN.

REQUIRED. CONTROLLER HAS NO IDENTIFICATION, AND

FEEDING THE STREET LIGHTS AND REMOVE ITEMS AS

ACTUAL CABLE ROUTING AND ACTUAL CONTROLLER

STREET LIGHTS IS ASSUMED. CONTRACTOR SHALL VERIFY

DRAWING AND THE LIGHTING CONTROLLER FEEDING THE

ALL STREET LIGHT CABLE ROUTING SHOWN ON THIS

GENERAL NOTES.

ABBREVIATIONS. SEE DRAWING E-2 FOR ELECTRICAL

SEE DRAWING E-1 FOR ELECTRICAL SYMBOL LIST AND

DAD

WM

MAE

1"=50'

TEMPORARY LIGHTING AND DEMOLITION PLAN

US-45 (LaGRANGE ROAD)

32 312+00 340+00
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